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(S L — i
SUMP VOLUME AVAILABLE:
(— MINIMUM MAX
60” MH = 6.5 CF 10.9 CF
72" MH 9.4 CF 15.7 CF
84” MH = 12.8 CF 21.4 CF
F

SUBMIT PLANS FOR VOLUME

REQUIREMENTS EXCEEDING 21.4 CF
L] | | SUMP VOLUME REQUIREMENTS:
20 CF/1.0 CFS OF INFLOW
§ (25 YEAR DESIGN FOR
8 MIN" SUERFLOW NON—RESTRICTED FLOW)
SAND COLLAR OR - NIPPLE —
FLEXIBLE CONNECTION 6.5 CF MINIMUM REQUIRED
AT INTERFACE
Y 3034 PVC
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24" MIN
FOR STANDARD MANHOLE DETAILS,
SEE D—200
FOR FLAT TOP MANHOLE DETAILS,
SEE D—205
City of Amit DETAIL NO.
Y Y STORM DRAIN POLLUTION
109 Maddox Street D-201
Amity, Oregon 97101 CONTROL MANHOLE :
503.835.3711 500




